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Relay Pole +12VDC 

 

Relay  N/O 

 

 

Relay N/C 

Rel Pole has 12VDC connected as std. 

Connect Blue Wire to Relay N/O to provide buzzer 

when door opens 

Connect Brown wire to Relay N/C to provide 

Red/Green Led on proximity reader. 

NOTE : IF YOUR DOOR LOCK IS NOT 12 VDC DO NOT PROCEED WITH THE 

INSTALLATION UNTIL CONTACTING WIZTEC FOR ADDITIONAL RELAY. 

Wiztec 8103 Access Control Unit Connections 

 

     
 

   


